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NRARH WG R H — ke 2% No
ﬂPR%ODUCT NAME MAGNETIC FLOWMETER INTEGRAL TYPE TAGNo. ===== |
g {
MODEL AXG150-GA000CA1AH222B-2JA21/GRL/SCT/L2
¥§E No. 194}1,
OF,{EER No. 2005534139-000010-0001 STYLE S1
[RFE3 HRES
SIZE 150 mm SERIAL No.  S5V203115
ERRREA/IN
FLOW TEST SPAN 0-2.000 m/s
ERBRE BRE
ACTUAL FLOW TEST ACCURACY +0.3% OF RATE
. 5 OUTPUT - )
R Q%) [V(mis)] ZEE (m3/h) ~ M (m3/h) 8% (% OF RATE) MR (C)
SET FLOW VALUE DESIRED ACTUAL ERROR FLUID TEMP
______ 0.0 [0.00 0.00 — 197
........... 231(046] 2948 196
498100 T g 63.46
.96.3[1.93 12254
X—R77743 METER FACTOR L 0.9439
1A B ITEM 3 RESULT 1A B ITEM 32 RESULT
JOtARBRTE [ASME Class 150 75 2 T jo1 |ERE RS & GOOD
PROCESS S Bens TR and Pords B, GOOD CURRENT OUTPUT .
CONNECTION ge 1yp op | VA AT —SAENRE & GOOD
ASME 1/2NPT $H4a L PULSE/STATUS OUTPUT
BYORE 8. GOOD BIEEC
CABLE ENTRY |ASME 1/2NPT Female Screw ' 1103 rQo FUNCTION =====
(1) BRI TF — B0 TF 1104 ﬁg;m _—
POWER TERM. to GND TERM. S EHERE
QERBF — AHENBEF £, GOOD CO‘;MMLNIC P £, GOOD
BRIEFRE POWER TERM. to IN/JOUT TERM. m B Gooh
INSULATION 100 MQ , 500 V DC DISPLAY
RESISTANCE | (3)1g 08 7 — At % F WA R, GOOD
TEST LEAK TEST
GND TERM. to IN/OUT TERM. ﬂ_ﬁﬁ -
‘ (GAEHBWTF — AE DT 8, 600D [ToReE \op 3-G00D
IN/OUT TERM. to IN/OUT TERM.
20 MQ, 100 V DC or 125V DC
(1) EREF — &I F
@#Es*fﬁm POWER TERM. to GND TERM
VOLTAGE Q)EREF— A NEF B, GOOD
POWER TERM. to IN/OUT TERM.
TEST
1400 V AC , 2 sec
NOTES
Bit FREBE RE
DATE 2019-01-27 AMBIENT TEMP. &HUM 22 T & 63 %
BRES KD
INSPECTOR LiLl APPROVED BY HUANG JIBIN H:]B
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