AR R

TEST CERTIFICATE
AT TR — &R 24 No.
PRODUCT NAME MAGNETIC FLOWMETER INTEGRAL TYPE TAG No. =====
¥4
MODEL AXG150-GA000CA1AH222B-2JA21/GRL/SCT/L2
=FF No. ZEAIL
ORDER No. 2006518182-000001-0003 STYLE S1
H#&E HHRES
SIZE 150 mm SERIAL No.  S5W504501
R RE A/
FLOW TEST SPAN 0 - 2.000 m/s
ERERE EE
ACTUAL FLOW TEST ACCURACY -+£0.3% OF RATE
7 OUTPUT
REME Q%) [V(m/s)] HEME (m3/h) ZAlE (m3/h) 38E (% OF RATE) AR (°C)
SET FLOW VALUE DESIRED ACTUAL ERROR FLUID TEMP
00000 000 [ 0.00 0.00 180
................. 553 (6.4 RS LN D - § 8.9
............... FE X — 6108 8108 1505 R —
_____ §EBT1 87 g 11615 10,03 X
F—%575% METER FACTOR L 0.9270 H 0.8879
IH B ITEM _ &5 RESULT " H _ITEM R RESULT
TOERAERRE |ASME Class 150 75 > U . 1101 EnhBE B, GOOD
PROCESS R i e s B, GOOD CURRENT OUTPUT '
CONNECTION ge ¥p 02 |SVA AT —EAEARE % GOoD
ASME 172NPT 57 C PULSE/STATUS OUTPUT '
%EA%‘;EEﬁEﬁTRY ASME 1/2NPT Female Scr B, GOOD [, [MEGL | ..
o NOFUNCTION | 77—
S - AW
(1) BT — s T o4 |HA s
POWER TERM. to GND TERM. F%NCT'ON
(Z)F%ﬁgigeﬁﬁ jtjoj Hlﬁi‘jOUT TERM R. GOOD %(}Aﬂo“ By o
BRI : : i
INSULATION 100 MQ , 500 V DC DISPLAY R, GOOD
RESISTANCE | o)tttk 7 — At i MR B, GOOD
GND TERM. to IN/OUT TERM. RS 00D
(4) A DT — AT B, GOOD (L
INJOUT TERM. to INJOUT TERM. APPEARANGE '
20 MQ , 100 V DC or 125 V DC
. (BRI — T
Wf’f@ﬁﬁo POWER TERM. to GND TERM.
hspee POWER TERM. to IN/JOUT TERM.
1400 VAC, 2 sec
NOTES
Bt ERNEE. BE
DATE 2020-04-06 AMBIENT TEMP. &HUM. 20 °c & 68 %
BRESE REBE I_1 j
INSPECTOR JIANG QIANG APPROVED BY HUANG JIBIN /é
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